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300 SEE
PLAN DETAIL300
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CONC.

C-1 G.I. 150 Ø6
SEE
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C3 CONC. 300150 1500

50mm GRAVEL BED ON COMPACTED
FILL SUBGRADE

0.10

100mm THK. SLAB ON GRADE

150mm THK SOLID CONCRETE WALL
WITH 12mm Ø VERT. BAR SPACED AT 0.3m O.C
AND 12mm Ø HOR. BAR SPACED ALTERNATELY
AT 0.30m O.C

0.15

FTB (200x300mm)

12mm THK. MS PLATE

12mm THK. SUPPORT MS PLATE
FULLY WELDED

150mm Ø G.I. PIPE  6mm THK.

16 mm Ø ANCHOR BOLT

0.90

0.90

0.30

0.30

4-16mm Ø VERTICAL
MAIN BARS

7-16mm Ø RSB SPACED AT
125mm O.C.  ON BOTHWAYS

12mm Ø RSB LATERAL TIES
SAPCED AT 2 @ 50mm, 2 @ 100mm
2 @ 150mm, REST @ 200mm

0.90

0.25

1.50

FINISH FLOOR LEVEL

16 mm Ø ROUND BAR
TREADED AT ONE END AND
HOOKED AT THE OTHER END

16 mm Ø BOLT W/ WASHER

150 mm Ø G.I. PIPE SCHEDULE 80
CHECK ELEVATION FOR HIEGHT

6mm THK. MS PLATE

1.00

2 - 16 mm Ø RSB ON TOP BAR,
2 - 16 mm Ø RSB ON BOTT BAR,
10MM SP 7@0.5, REST @0.2M O.C.

FTB
(200X300MM)

NGL

0.25

1.00 7-16mm Ø RSB SPACED AT
125mm O.C.  ON BOTHWAYS
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2 @ 150mm, REST @ 200mm

50mm THK. GRAVEL BED
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150mm THK CHB WALL PARTITION

WATER DRAIN

25mm Ø G.I. PIPE
FOR DRINKING WATER

100mm THK. CHB WALLING
W/ 10mmØ VERT. BARS

100mm THK. CONC. SLAB
FOR DRINKING TROUGH
W/  WATER PROOFING TOPPING

WATER DRAIN
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50 mm DRAIN PIPE
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WELDED TO RAILING ONLY

50 mm Ø G.I. PIPE
RAILING

FULLY WELD

OUTLINE OF UNWELD
FLAT BAR

G.I. PIPE GATE

8mm Ø ROUND BAR
RING/STOPPER WELDED TO
G.I. PIPE GATE

G.I. PIPE RAILING

6.35 X 50 mm FLAT BAR
WELDED TO RAILING
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DETAIL OF CANAL
SCALE:                                     NTSDETAIL SECTION OF DRINKING TROUGH

SCALE:                                     1:30 Mtr.

PLAN OF DRINKING TROUGH
SCALE:                                     1:30 Mtr.

DETAIL OF STEEL GATE LOCK
SCALE:                                     1:5 Mtr.

DETAIL SECTION
SCALE:                       1:5 Mtr.

DETAIL OF STEEL GATE
RAILING HINGED/CONNECTION

SCALE:                                                  1:5 Mtr.
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- 1
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- 1

RB - 1 RB - 1 RB - 1

RB - 1 RB - 1 RB - 1

12 mm Ø SWAY BRACING
WITH TURN BUCKLE

24.00

12 mm Ø SAG ROD

50 X 150 X 1.5mm C-PURLINS
SPACE AT 0.90 M. ON CENTER

2.48

RB - 1 RB - 1 RB - 1

RB - 1 RB - 1 RB - 1

2.45

2.45

24.45

7.42

7.42
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PRE-PAINTED Ga. #26 RIB TYPE
G.I. ROOFING SHEETS

C-PURLINS 1.5 mmX 50mm X 150 mm
@ 0.90M O.C.

TRUSS
50 mm X 150 mm X 6mm C-BAR

6mm THK. M.S. PLATE
WELDED TO T-1

6mm THK X 150mm Ø  G.I. PIPE
COLUMN

Ga. 24 FASCIA

12mm Ø SAG ROD W/ TURN BUCKLE

150mm Ø  G.I. PIPE COLUMN

BEAM
50 mm X 200 mm X 6mm C-BAR

8.0
0.90

4.50
4.95

9.95

2.60

1.00
6mm THK. X 150 mm C-BAR

6mm THK. M.S. PLATE
4-20mm Ø HOLE  FOR 16mm Ø ANCHOR BOLT

6mm THK. X 150 mm C-BAR

1 - 50mm X 3mm ANGLE BAR

0.50

MARK

T-1

RB-1

TYPE

C-BAR

TRUSS PROPERTIES , mm

T W L SECTION

6 50 200C-BAR

SEE  T-1  DETAILS
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 DETAIL OF TRUSS-1
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SANITARY AND WATER SUPPLY LAY OUT
SCALE:                                                         1:150 Mtr.

L E G E N D
-------------------    OVER HEAD PPR PIPE

    EXPOSED  PPR PIPE

    LIMIT OF SCOPE OF WORK

PPR PLUG END

BALL VALVE

HOSE BIBB/FAUCET
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L E G E N D
-------------------    OVER HEAD PPR PIPE

    EXPOSED  PPR PIPE

    LIMIT OF SCOPE OF WORK

PPR PLUG END

BALL VALVE

HOSE BIBB/FAUCET

------------------ SPRINKLER

ISOMETRIC   DIAGRAM
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WEATHERPROOF CONVINIENCE

(THE NUMBERS INDICATES LIGHTING
PANEL NUMBER)

PANEL BOARD

DROP TYPE OIUTLET

OUTLET WP

DT

LP-1

ELECTRICAL SYMBOLS

WATER PUMP OUTLET
MP

GROUND

ON ONE GANG SWITCH PLATE
DUPLEX SWITCH, 2 SINGLE POLE SWITCHES

SINGLE POLE SWITCH S
abS

(INDICATE THE NUMBER OF CONDUCTOR,
SERVICE ENTRANCE

SIZE, TYPE AND VOLTAGE)

COMPACT FLOURESCENT LAMP

MSERVICE KILOWATT-HOUR METER

(INDICATE TYPE AND Kv SETTING)
CIRCUIT BREAKER

WIRING SHALL BE IN CASE OF POLYVINIL

BE RIGID STEEL CONDUIT (RSC) OR OTHER
POWER & TELEPHONE SERVICE W/C SHALL
CHLORIDE PVC SCHEDULE 40 EXCEPT

5.   PULL BOXES OF APPROPRIATE SIZE SHALL 

WISE NOTED.

NATIONAL AND LOCAL AUTHORITIES CONCERN
WITH THE RULES & REGULATION OF THE
TION OF THE NATIONAL ELECTRICAL CODE
WITH THE PROVISION OF THE LATEST EDI-

1.   ALL ELECTRICAL WORKS SHALL COMPLY

IN THE ENFORCEMENT OF THE ELECTRICAL 
LAWS AND REGULATIONS OF THE UTILITY 

2 .  SERVICE ENTRANCE VOLTAGE TO THE 

4.   ALL INSTALLATION CONCEALED FROM VIEW

NAL POLE FOR CONNECTION TO THE POWER
THE ACTUAL LOCATION OF CONCRETE TERMI-

BUILDING SHALL 115 / 220  VOLTS,60 HERTZ,

3.   THE CONTRUCTOR SHALL VERIFY AND ORIENT

COMPANIES CONCERN.

SUPPLY AND TELEPHONE.

SINGLE PHASE.

BE PROVIDED, EVEN IF NOT INDICATED IN
5.   PULL BOXES OF APPROPRIATE SIZE SHALL 

REVISIONS DONE W/O APPROVAL SHALL  BE
OF THE DESIGNER & THE OWNER, ANY SUCH
W/O THE PRIOR KNOWLEDGE& APPROVAL

8.   NO REVISION IN THE DESIGN SHALL BE DONE

CAUSE RESPONSIBILITY OF THE DESIGNER

6.   ALL MATERIALS TO BE USED SHALL BE BRAND

BOTH LOCATION AND INTENDED USE.
NEW AND APPROVED TYPE APPROPRIATE FOR

ELECTRICAL ENGINEER OR A REGISTERED
DIRECT SUPERVISION OF A DULY LICENSED

7.   ELECTRICAL INSTALLATIONS SHALL BE THE 

DRAWING TO ACCOMODATE THE NUMBER 

TO CEASE AS A WHOLE.

MASTER ELECTRICIAN.

OF SPICES OF WIRE.
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POWER AND LIGHTING LAY OUT
SCALE:                                                         1:100 Mtr.
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1-------------15

CIRCUIT

PANEL BOARD: LP ( NEMA )

NO. DESCRIPTION
NO. OF
OUTLET WATTS VOLTS AMPS CIRCUIT BREAKER POLES

CONDUCTOR
THHN------MM²

CONDUIT
RSC------MM²

1

2

3

4

5

6

SUBTOTAL

220

220

220

220

220

220

220

RATING:100AF

I =  17.71 x 220/1000 =3.8962kva

USE =50 ampere trip MAIN CIRCUIT BREAKER
USE 2- 14.0 mm² THHN FEEDER LINE 1- 5.5 mm² THHN GRND.WIRE
 in 20mm Ø RSC PIPE

SCHEDULE OF LOADS

LIGHTING OUTLET 3 500

LIGHTING OUTLET 3

5SMALL APPLIANCES LOAD

4 1200

2.27

2.27

5.45

2--------------2.0
1---------------2.0

3900

15 2

15

20

20

3030

2

2

2

2

7

8

2--------------2.0
1---------------2.0
2--------------3.5
1---------------2.0
2--------------3.5
1---------------2.0
2--------------3.5
1---------------2.0

1-------------15

1-------------15

1-------------15

1-------------15SMALL APPLIANCES LOAD

SPARE

SPARE

500

1200

5.45

30

30220

17.71

LIGHTING OUTLET 3 500 2.27 15

SPARE

6

AT 1Ø50

15AT

MCB

4

2

5

Lighting Load
3

1

RISER DIAGRAM

15AT

20AT15AT

30AT 30AT

 20 mmØ RSC
2 - 14.0 mm² THHN , 5.5mm²  Grnd. Wire

87
30AT 30AT

Lighting Load

SERVICE ENTRANCE

Small Appliace Load

LP- PANEL BOARD

G

Small Appliace Load

SpareSpare

1 Ø 3W 220V 60Hz

20 MM Ø RSC

Lighting Load

Spare
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